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POLE CAP W/
S.S. SCREWS

PROPOSED LUMINAIRE

4.5" 0.D. _
©
I N .
- = 2” N.P.S.
I SLIPFITTER
TAPERED TRUSS BRACKET
ALLOY 6063—T6 ] |
T T
, ELECTRIC CABLE IN CONDUIT, FROM LIGHTING
1-4” WIRE HOLE CONTROL CABINET TO UTILITY TRANSFORMER.
& 1" 1.D. RUBBER GROMMET LEAVE ENOUGH CABLE IN COIL FOR UTILITY
, COMPANY FOR CONNECTION TO TRANSFORMER.
3/8"-16NC S.S. HDWR.
ol
-
. x Q00
FACTORY INSTALLED INTERNAL &) CONDUIT SEALING BUSHING,
MOUNTED VIBRATION DAMPENER i (UL LISTED)
H o CONDUIT 2}” DIA.
= GALVANIZED STEEL
g CONDUIT STRAPS AND LUG SCREWS,
o Bl GALVANIZED. 3 ON CENTER
% F LIGHT STANDARD SHAFT OF 6063—T6 | )
»ci‘ /ALUMINUM ALLOY TAPERED I.D., .219” o CONDUIT IN TRENCH, 23" DIA.
= WALL THICKNESS, SATIN GROUND FINISH Z GALVANIZED STEEL
pd METER
2 LIGHTING CONTROLLER SPECIAL
z SEE DETAIL
: — " ( )
b ]
4” x 8" HANDHOLE & COVER
WITH S.S. SCREWS NOTE:
FLECTRIC SERVICE INSTALLATION. INCLUDES:
BASE FLANGE ALLOY 356-T6 WITH 1. CONDUIT 2)”" DIA. GALVANIZED STEEL
BOLT COVER & S.S. SCREWS 2. CONDUIT SEALING BUSHING, (UL LISTED)
3. CONDUIT STRAPS AND LUG SCREWS, GALVANIZED
BOLT SLOT IN ANCHOR BASE SHALL
BE 1-1/4"x1-7/8" AND SHALL COMMONWEALTH EDISON SHALL BE CONTAGTED BEFORE
5 ACCOMODATE AN 11" BOLT CIRCLE ;gaggs&%ﬁ&w WORK BEGINS FOR THE ELECTRIC
= é (MIN.) AND 12" BOLT CIRCLE (MAX.) _— :
8" 0D y SEE BREAKAWAY COUPLING DETAIL
8 0b. "tjﬁ ELECTRIC SERVICE INSTALLATION
} NOT TO SCALE
NOTES:
2 1. HEAT TREATMENT SHALL BE APPLIED AFTER WELDING.
£ 2. DESIGN SHALL CONFORM WITH AASHTO STANDARD SPECIFICATIONS FOR
STRUCTURAL SUPPORTS FOR HICHWAY SIGNS, LUMINAIRES AND TRAFFIC
E SIGNALS FOR 80 MPH WIND LOADINGS WITH A 1.3 GUST LOAD FACTOR.
3. POLES AND ARMS SHALL BE BUILT TO TOLERANCES THAT WILL ALLOW
; CONSISTENT INTERCHANGIBILITY TO FAGILIATE REPLACEMENT OF ARMS
3 AND POLES.
MAST ARM STYLE LIGHTING UNIT
i 35 MOUNTING HEIGHT WITH 10" MAST ARM Clorha G e
7 NOT TO SCALE czwsummaE:vemesnsl;@9 i
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LIGHTING DETAILS
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